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This study evaluated real-time sensing of Escherichia coli as a microbial contaminant in water dis-
tribution systems. Most sensors responded to increased E. coli concentrations, showing that select sensors
can detect microbial water quality changes and be utilized as part of a contaminant warning system.
Monitoring water distribution systems (DSs) for a microbial
intrusion has been a challenge for water utilities. Many con-
taminants that can cause degradation in the water quality in
DSs are not monitored, and contamination events are difficult
to detect due to the low frequency of required samplings (6).
As a consequence, DSs are relatively unprotected and vulner-
able to intentional, natural, or accidental contamination from
microbial agents (5). Therefore, there is a need for real-time
monitoring to recognize water quality disturbances. To date
there are a limited number of studies that have evaluated the
use of commercial sensors for real-time monitoring of DSs,
and even fewer that demonstrate how sensors respond to
microbial contaminants. The objective of this study was to
evaluate the potential of multiple water quality sensors for
real-time monitoring of E. coli as a surrogate for microbial
contamination.
At the University of Arizona Real Time Monitoring Labo-
ratory, water is delivered by the City of Tucson Water public
utility. Deionized (DI) water as a control or prefiltered tap
water (1-m pore size) was used during experiments, and a
baseline output from the sensors was established. Sensors were
arranged in parallel and challenged with two or more repli-
cates of E. coli (ATCC 15597) at a final concentration of 103,
104, 105, or 106 CFU/ml. The experiments used late-log-phase
E. coli suspended in either tryptic soy broth (TSB) or phos-
phate-buffered saline (Sigma catalog no. P3813), termed
“washed” (centrifuged three times at 4,000 rpm for 25 min).
Water samples were obtained throughout the injection to con-
firm cultural analysis (by dilution, plating, and incubating at
37°C for 24 h on tryptic soy agar [BD catalog no. 236920]) or
total cell analysis (by acridine orange direct count [AODC]
[4]). A separate set of experiments neutralized the chlorine
residual to allow for determination of the E. coli concentra-
tions.
Sensors evaluated included the Hach GuardianBlue event
detection system, the BioSentry technology, the S::CAN Spec-
trolyser technology, and the GE 5310 online total organic car-
bon (TOC) unit. The BioSentry was the only sensor with the
potential to detect microbial contaminants (categorizing par-
ticulates as rods, spores, protozoa, and unknown) and there-
fore was also evaluated to determine if it could differentiate
turbidity-causing particulates from E. coli. E. coli at 104 and 105
CFU/ml with the addition of 0.3 nephelometric turbidity units
(NTU) (Ricca Chemical catalog no. 8830-32) was evaluated for
any increase in BioSentry response above the actual E. coli
concentration due to the turbidity added to DI water.
Most parameters analyzed in this study exhibited an in-
crease in response to an increase in E. coli in TSB or washed
regardless of whether DI or tap water was utilized in the DS
(Tables 1 and 2). In contrast, chlorine levels decreased due
to the increased organic matter. A decrease in chlorine was
observed only at concentrations above 103 CFU/ml with
E. coli in TSB and 105 CFU/ml with washed E. coli. A
decrease in chlorine also occurred in other studies (1, 2, 3,
and 7).
The numerical value of the BioSentry output for the rod
category (organisms/ml) correlated well with the numerical
values from culture (CFU/ml) and AODC (cells/ml) analyses,
with R2 values above 0.95. However, the R2 value for washed E.
coli decreased to 0.78 and 0.61 for the culture and AODC
methods, respectively, in tap water. Similar high correlations
were also obtained in a study performed by the EPA (7).
Comparing cultural and AODC analyses at 103 CFU/ml
showed a slight difference with BioSentry for washed E. coli
and E. coli in TSB in DI water and washed E. coli in tap water
(Fig. 1 and 2). A slight difference was also seen with both
washed E. coli and E. coli in TSB in tap water at 106 CFU/ml
(Fig. 1 and 2). Turbidity experiments demonstrated that the
BioSentry output increased above the actual E. coli concentra-
* Corresponding author. Mailing address: University of Arizona,
2601 E. Airport Dr., Tucson, AZ 85756. Phone: (520) 626-3325. Fax:
(520) 573-0852. E-mail: smiles@email.arizona.edu.
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tion by 38% from 2.1  104 org/ml to 2.9  104 org/ml and by
50% from 1.4  105 org/ml to 1.5  105 org/ml with the
addition of a turbidity suspension at 0.3 NTU.
A comparison of TOC measurements shows that in DI wa-
ter, most TOC measurements increased as E. coli concentra-
tions in TSB increased for the Hach and GE units. However,
the S::CAN responded only to E. coli in TSB above 106
CFU/ml and washed E. coli above 106 CFU/ml in DI. In tap
water, there was an increase in TOC measurements with an
increase in concentrations for E. coli in TSB for the Hach and
GE units, but there was little response throughout the range
under the same conditions for the S::CAN sensor (Fig. 3).
Again there was a response to washed E. coli only above 106
CFU/ml for the GE unit, and a minimal response was seen for
the S::CAN sensor in tap water (Fig. 4).
This study determined the sensitivity and threshold levels of
four commercial sensors during an E. coli intrusion into a DS.
It should be noted that detection is limited by saturation from
sensor light-scattering measurements and by background noise
at the upper and lower limits, respectively. The BioSentry was
fairly accurate; however, the sensor could not distinguish be-
tween particulates and E. coli if concentrations were relatively
high, and therefore it is critical to investigate the cause of an
increase to negate the possibility of false positives. The re-
sponse of the TOC sensors to intrusion events was variable,
particularly when washed E. coli was introduced, and TOC
sensors were also more sensitive in the detection of the media
associated with E. coli than the microorganisms themselves.
Similar conclusions have also been made in other studies for
TOC sensors (1, 7).
An overall evaluation of all response data from different
experiments validates the necessity for multiple sensors with
different modes of action to ensure detection of different
contaminants. Although from a drinking water perspective,
the sensitivity of the sensors for the detection of E. coli
could be viewed as poor, these sensors did improve the
monitoring frequency of the microbial water quality consid-
erably and could be implemented into a supervisory control
and data acquisition (SCADA) system to introduce algo-
rithms that would increase the sensitivity of detection.
FIG. 1. Tap water with an intrusion of E. coli in TSB at the Real
Time Monitoring Laboratory. org, organisms.
FIG. 2. Tap water with an intrusion of washed E. coli at the Real
Time Monitoring Laboratory. org, organisms.
FIG. 3. Total organic carbon measured in tap water with an
intrusion of E. coli in TSB at the Real Time Monitoring Labora-
tory.
FIG. 4. Total organic carbon measured in tap water with an intru-
sion of washed E. coli at the Real Time Monitoring Laboratory.
S::CAN did not generate data at 106 CFU/ml due to device detector
saturation.
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